
  

SECTION 16015 
 

DEFINITIONS 
 

 

 16015 -  1 

 
 PART 1 – GENERAL 
 
1.01  RELATED DOCUMENTS 
 
  A. The General and Supplementary Conditions, and General Requirements (Division 1), apply to 

the work specified in this Section. 
 
1.02  DEFINITIONS 
 
  A. "Provide" shall mean furnish, install and connect complete. 
 
  B. "Wiring" shall mean electrical conductors for power or signal, installed in conduit, wireway, 

raceways, or steel duct with all required boxes, fittings, connectors and accessories completely 
installed. 

 
  C. "Work" shall be understood to mean all the materials completely installed including labor. 
 
  D. "Drawings and Specifications" shall be understood to mean the Contract Documents, including all 

Divisions, Sections and Addenda. 
 
  E. "Review of Shop Drawings" – shall mean evaluation by the Engineer of shop drawings indicating 

material characteristics, details of construction, connections, and relationship with adjacent 
construction. 

 
  F. "Conduit" shall be understood to mean rigid steel, intermediate metal (IMC), electric metallic 

tubing (EMT), flexible conduit or plastic Schedule 40 or 80 PVC conduit. 
 
  G. "Contractor" shall be understood to mean the Electrical Contractor of record. 
 
  H. "Engineer" shall be understood to mean the Electrical Engineer of record. 
 
 
 
END OF SECTION 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
  


